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DELHI TRANSCO LIMITED 
 (A Govt. of NCT of Delhi Undertaking) 

An ISO 9001:2015 certified company 
Office of Mgr. (T) OS-II 

IInd Floor, ERP centre, SLDC Minto Road, 
 New Delhi-110002 

Website:-www.dtl.gov.in 
No. F.DTL/2019-20/DGM(OS)/F-4/10                                                                                             Date:-07.05.2019 
 
To,   
All Members of Operation Co-ordination committee 
 
DTL  General Manager (O&M)-I, Chairman OCC              
  General Manager (O&M)-II 
                             General Manager (P&M, DM&S)   
   General Manager (Planning)                           
    DGM (O&M) - North, East, West, South 
    DGM (M/P)    

DGM (Plg.)      
SLDC  ED (SLDC)           
  DGM (SO)         
TPDDL  HOD (PSC &AM)       

Sr. Manager (PSC)        
BRPL  AVP (SO)    
BYPL  AVP (SO)     
NDMC  Superintending Engineer       
IPGCL  AGM (T) Opr. GTPS                   
PPCL  AGM (T) Opr. PPS-I                                                   
                             AGM (T) Opr. PPS-III     
MES  AEE/M.SLDC Officer    
BBMB Sr. Executive Engineer, O&M        
DMRC Addl. GM (Elect.)     
GMR(DIAL)      GM(DIAL)                                                                                   Special Invitee 
N. Railways Sr. DEE (TRD)    Special Invitee 
 
Sub: MOM of 1st Delhi OCC Meeting (2019-20), held on 26.04.2019 (Friday) at DTL, 220kV Park Street 
Building. 
 
Dear sir/madam, 

Enclosed please find herewith the minutes of meeting of 1st Delhi OCC meeting (2019-20),  held on 26.04.2019 
in the office of GM(O&M)-II, Delhi Transco Ltd., 220kV Sub-Stn Park Street, Opp. Talkatora Stadium, Near 
R.M.L. Hospital, New Delhi-110001. 

The same is also available on DTL website, www.dtl.gov.in under the tab “News and Information”-OCC 
Meeting 

Thanking You. 
     
                             Yours Sincerely, 

                                                                                                                                                          sd/- 
                                                                                                                       (Hitesh Kumar) 

                                                                                                                                                           DGM(OS) 
Copy for favour of kind information to: 
(i)Secretary, DERC, Viniyamak Bhawan, C-Block, Shivalik, New Delhi-17 
(ii)CMD, DTL 
(iii)Director (Operations), DTL  
    
                                                                                                                                                                      

                                                DGM(OS) 
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DELHI TRANSCO LIMITED 
(Regd. Office: Shakti Sadan, Kotla Road, New Delhi-110002) 

 
MOM OF 1st DELHI OCC MEETING (2019-20), HELD ON 26.04.2019 

   
Chairman, OCC welcomed all the members and representatives present in the meeting. List 
of the officers attended the meeting is enclosed as annexure. 
 
The point-wise deliberations made in the meeting are as under: 

 
1. Confirmation of minutes of 12th Delhi OCC meeting (2018-19), held on dated 
28.03.2019. 

The 12th Delhi OCC meeting (2018-19) was held on 28.03.2019 in accordance with the 
agenda circulated vide letter dt:25.03.2019. Minutes of the aforesaid OCC meeting were 
issued vide letter dt.05.04.2019.The same was also uploaded on DTL website. 
 
No comments were received, as such the minutes of 12th (2018-19) Delhi OCC meeting 
held on28.03.2019 were confirmed.  
 
2. DTL AGENDA: 
 
2.1 Power evacuation plan for newly commissioned/to be commissioned DTL sub-
stations and overloading of Transmission elements during the upcoming summer 
season. 
 
Discoms were requested to submit the schedule for evacuation plan for upcoming summer 
season for newly commissioned/to be commissioned grids, i.e. R.K. Puram, Tughlakabad, 
Pappankalan-III and Preet Vihar for load optimization on DTL network. 

The following was updated by respective Discom representatives: - 
(a)BRPL informed that 66 kV Tuglakabad-Okhla phase-I & 66 kV Tuglakabad-Mohan 
co-operative Industrial Area Ckts.are expected to be operational in June-2019. OCC 
advised BRPL to expedite the energization of said feeders by end of May 2019 as the 
same will provide load relief to Okhla and Mehrauli Substations particularly in view of 
outage of one 220/66KV 100MVA Trf. at Okhla. 

DTL pointed out that Tughlakabad Substation was energized on 05.10.2018. But despite 
of regular persuasions, energization of the above feeders are getting delayed. 

(b)BRPL informed that the work of laying 66 kV R K Puram-Vasant Kunj B-Block ckt  
is under progress and is expected to be functional by end of May 2019. 

DTL pointed out that R.K. Puram Substation was energized in the month of  May 2018. 
However, the energization of the above feeder got delayed which may result into 
overloading at Vasant Kunj Substation particularly in view of outage of 220/66KV 
160MVA Trf. at Vasant Kunj. 

(c) BRPL informed that the work of laying 66 kV PPK-III - G-2 ckt has been started & 
is expected to be operational by the end of May-2019. 

DTL pointed out that 220 kV PPK-III Substation was energized in Dec 2017. However, 
the energization of the above feeder got delayed which might have given load relief to 
PPK-I/II substations. 
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(d) BYPL informed that 02 no. 33 kV Preet Vihar-Dwarkapuri Ckts. will be operational 
by Dec-2019.  
OCC advised Planning deptt. DTL to take up the matter with Discoms in steering committee 
meeting to optimize the load at subjected under-loaded sub-stations in line with above. 
Discoms to put all out efforts for optimum loading at new substations against their capacity in 
order to provide load relief to the over loaded Transformers &old substations. 

DTL further requested BRPL to draw max. load on 66 kV Batra & 66 kV Malviya Nagar 
feeders emanating from Tughlakabad substation to ease the load condition at 220 kV Okhla 
& Mehrauli substations.  
OCC requested all DISCOMs to expedite for early completion of all pending projects to 
provide load relief at over loaded substation such as 220kV Okhla, Mehrauli, PPK-I, 
Najafgarh, Kanjhawala, Rohini-I, Shalimarbagh, & Park Street etc.  

OCC also informed that the issue for load relief to 220 kV overloaded substations & 
Transformers has been discussed several times in previous OCC meetings. DISCOMs were 
requested to complete their pending projects well in time before summer season in order to 
avoid load shedding.  

BRPL was informed that they should remain prepared to shift the entire 66 kV load from 
Okhla in case of emergency as there is single 220/66 kV level 100 MVA transformer at 
Okhla at present. Therefore, the 66 kV Okhla & Mohan co-operative Industrial Area feeders 
be energized from Tughlakabad Substation at the earliest. 

                                                                  (Action by all DISCOMs) 
 
2.2 Proposed planned shutdowns of O&M, DTL for the month of May 2019. 
 
The shutdowns were deliberated. Discoms raised the concern that since the load has reached 
upto 5500 MW, as such only emergency shutdowns be availed that too in morning hours.  

Therefore, only emergency shutdowns were approved by the OCC subject to real time 
conditions. 

3. SLDC Agenda 

3.1 High Voltage Operation of the Grid during Winter nights.  

This issue is regular agenda of Delhi OCC and being continuously discussed in OCC meeting 
from Oct-17 onwards. OCC has advised DTL to take various steps to sort out the problem of 
high voltage conditions and injection of reactive power particularly during high voltage 
conditions in winter months. Following steps were deliberated in the OCC meeting to control 
the injection of reactive power: 

a. Switching off the capacitors at all the Substations of Delhi, but during winter season proper 
monitoring of the same is yet to be put in place.  

b. Transformer taps optimization by DTL and DISCOM. DTL has changed Taps positions of 
most of the transformers at 220kV S/Stns. 

c. Monitoring of all 400/220kV ICTs and taking actions wherein VAR flows are observed 
from 220kV to 400kV side. In this respect reactive energy accounts could also be monitored.  

d. Opening of lightly loaded transmission cables/ transmission lines keeping reliability in 
focus. 
e. Absorption of reactive power by generating units. 



MOM of1st Delhi OCC meeting (2019-20), held on 26.04.2019 

Page 4 of 14 
 

Inspite of taking all out efforts mentioned above, there was hardly any change in the status. 
Delhi has to pay heavy amount to NRPC reactive pool account due to injection of reactive 
power particularly during high voltage conditions in winter months. Penalty amount increases 
with the progress of winter despite taking all possible steps to reduce reactive power injection 
during high voltage period. The details of NRPC reactive account bill from March 2018 
onwards are as under: 

Week 
No. 

Week Payable by Delhi 
(in Lakhs) 

Receivable by Delhi (in 
Lakhs) 

1 26th March to 01st April, 2018 23.38106   

2 02nd to 08th April, 2018 4.00526   

3 09th to 15th April, 2018  0.42442 

4 16th to 22nd April, 2018 4.9357  

5 23rd to 29th April, 2018 4.27266  

6 30th April to 06th May, 2018 0.5019  

7 07th to 13th May, 2018 8.1305  

8 14th to 20th May, 2018 2.35494  

9 21 st to 27th May, 2018 0.94808  

10 28th May to 03rd June, 2018  0.7664 

11 04th to 10th June, 2018  0.54549 

12 11th to 17th June, 2018  0.62646 

13 18th to 24th June, 2018  0.1326 

14 25th June to 01 st July, 2018  0.95092 

15 02nd to 08th July, 2018  1.36213 

16 091h to 15th July, 2018  1.22088 

17 16th to 22nd July, 2018  0.91089 

18 23,rd to 29th July, 2018.  1.19315 

19 30th July to 05th August, 2018.  2.10464 

20 
06th August to 12th August, 
2018,  0.69601 

21 13th to 19th August, 2018.  0.07342 

22 20th to 26th August, 2018.  0.51055 

23 
27th August to 02nd 
September,2018 0.47138  
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24 03rd to 09th September, 2018. 1.65998  

25 10th to 16th September, 2018. 1.38278  

26 17th to 23th September, 2018.  1.2998 

27 24'h to 30th September, 2018  0.02028 

28 01 st to 7th October, 2018  0.11568 

29 08th to 14th October, 2018.  0.33282 

30 15th to 21 st October, 2018. 5.1093  

31 22nd to 28th October, 2018. 10.22182  

32 29th October to 04th November 7.60634  

33 05th November to 11 November 44.88414  

34 12th to 18th November, 2018 28.6405  

35 19th to 25th November, 2018. 27.69186  

36 
26th November to 02nd 
December,2018 12.3564  

37 03rd to 09th December, 2018 19.96652  

38 10th to 16th December, 2018. 22.89784  

39 17th to 23rd December, 2018 11.95656  

40 24th to 30th December, 2018. 28.6545  

41 
31 st December 2018 to 
06thJanuary, 2019. 27.32492  

42 07th to 13th January, 2019. 21.40208  

43 14th to 20th January, 2019. 27.52274  

44 21 st to 2th January, 2019 34.74212  

45 
28th January to 03rd February, 
2019. 30.0699  

46 04th to 10th February, 2019 31.0709  

47 11th to 17th February, 2019. 34.82836  

48 18th to 24th February, 2019 36.92654  

49 
25th February to 03rd March, 
2019 43.63436  

  Total = 559.55194 13.28654 
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DTL has been advised for early commissioning of Reactors at various locations based on the 
feasibility study conducted by DTL, the 40th Standing Committee Meeting of CEA held on 
13.07.2018 advised DTL/PGCIL to install reactors at the following locations: - 

S. 
No. 

Name of the Grid Voltage level Reactors proposed 
in MVAR 

Remarks 

1. Mundka 400kV 125 To be installed 
by DTL 

2. Bamnauli 220kV 2X25 

3. Indraprastha 220kV 2X25 

4. Harsh Vihar 220kV 2X50 

5. Electric Lane 220kV 1X50 

6. Mundka 220kV 25 

7. PeeraGarhi 220kV 1X50 

8. Maharani Bagh (PG) 400kV 125 To be installed 
by Power Grid. 

9. Mandola(PG) 400kV 125 

 Total 700   
 

It was informed by Planning Department that all the schemes for 450 MVAR reactors 
have been prepared and are under approval stage. 

It was also brought out that despite all precautionary measures to reduce high voltage 
conditions such as lowering of Trf. taps, switching of various feeders at various voltage 
levels, High Reactive Power Injection occurs in Delhi system from lower voltage level to  
higher voltage level which is prohibited in IEGC. Such transaction in a typical day 
during Feb-2019 was exhibited as under: 

STATEMENT SHOWING SUBSTATIONWISE TRANSFORMER  
LOADING(CONNECTED LOAD) DURING OF PEAK HOURS ON A TYPICAL DAY                                        

Main Sub NAME OF THE GRID 
220/66 & 220/33 KV ,                                             

POWER TRANSFORMER 
02.02.2018 AT 

03:00HRS.   
LOAD  1582 

MW - 
808MVAR   

  

S. 
No. 

S. 
No. 

INSTALLED 
CAPACITY 

(MVA) 
CAPACITY 

(MW) at 0.85PF 
% 

usage 
          MW MVAR   
    NORTH DELHI       
1 1 Narela 300 255 58 -4 22.7 
2 2 Gopalpur 300 255 44 -20 17.3 
3 3 Rohini 400 340 57 -8 16.8 
4 4 Rohini-II 320 272 26 -5 9.6 
5 5 Shalimarbagh 300 255 57 13 22.4 
6 6 Wazirpur 200 170 24 -7 14.1 
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7 7 Bawana 100 85 15 0 17.6 
8 8 Kanjhawala 200 170 34 -22 20.0 
9 9 DSIIDC Bawana 360 306 96 -29 31.4 
    TOTAL 2480 2108 411 -82 19.5 
  WEST DELHI 

 
  

10 1 Najafgarh 400 340 73 -5 21.5 
11 2 Papankalan-1 520 442 74 -29 16.7 
12 3 Papankalan-2 520 442 46 -23 10.4 
13 4 Papankalan-3 320 272 12 -12 4.4 
14 4 Naraina 300 255 44 -5 17.3 
15 5 Mundka 320 272 32 -14 11.8 
16 6 Peeragarhi 300 255 28 -4 11.0 

17 10 
Through Rohtak Road 
grid of BBMB 300 255 36 -15 14.1 

    TOTAL 2980 2533 345 -107 13.6 
  SOUTH DELHI & NDMC 

 
  

18 1 Mehrauli 460 391 77 -25 19.7 
19 2 Okhla 500 425 83 -14 19.5 
20 3 Masjid Moth 300 255 47 -2 18.4 
21 4 Sarita Vihar 300 255 33 -45 12.9 
22 5 Lodhi Road 200 170 34 -3 20.0 
23 6 Vasant Kunj 360 306 14 -9 4.6 
24 7 DIAL 320 272 21 0 7.7 
25 8 Ridge Valley 320 272 32 0 11.8 
26 7 Trauma Center 200 170 32 3 18.8 
27 8 Tuglakabad 320 272 19 -4 7.0 
28 9 R.K.Puram 520 442 5 -13 1.1 
    TOTAL 3800 3230 397 -112 12.3 
  EAST DELHI 

 
  

29 1 Wazirabad 460 391 19 1 4.9 
30 2 Patparganj 500 425 93 -2 21.9 
31 3 Geeta colony  200 170 8 0 4.7 
32 4 Gazipur 360 306 34 13 11.1 
33 5 Harsh Vihar 480 408 30 -20 7.4 
34 6 Preet Vihar 300 255 25 2 9.8 
    TOTAL 2300 1955 209 -6 10.7 
  CENTRAL DELHI & NDMC 

 
  

35 1 Parkstreet 400 340 66 -27 19.4 
36 2 IPExtension (GT) 320 272 0 0 0.0 
37 3 Subzimandi 200 170 26 4 15.3 
38 4 Kashmerigate 200 170 1 0 0.6 
39 5 IPStation 300 255 34 -15 13.3 
40 6 Rajghat 200 170 0 0 0.0 
41 8 Electric Lane 200 170 39 4 22.9 
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    TOTAL 1820 1547 166 -34 10.7 
    GRAND TOTAL 13380 11373 1528 -341 13.4 

 

From above it is seen that DTL exports 800MVAR to the Northern regional grid 
whereas discoms inject 341MVAR to DTL system under high voltage conditions. DTL 
further informed that once the Reactors are installed at DTL grids voltage at 220KV 
levels could be controlled to a great extent but if the reactive power export is not 
controlled at discom level the voltage at 66KV, 33KV, 11KV and at consumer level may 
not be reduced. 

Discoms intimated that the major reactive power exporter is DMRC and they should 
stop the export under high voltage condition.  

In the present tariff structure there is no penal provision for the consumers who export 
reactive power to the grid. 

DMRC representative informed that the tender for installation of reactors have been 
floated at Jahangirpuri and Mukundpur on pilot project basis. 

It was further advised by OCC that as the summer has already approached and the 
power demand have increased, the transformer taps be now raised to 5 (i.e. normal tap) 
as per the instructions of SLDC, to counter the low voltage situation. 

(Action by DTL Planning deptt., Discoms, DMRC) 

3.2 Providing source of power supply and its alternate source for important 
establishments 

All the Discoms/deemed Licenses were requested to provide the source of power supply and 
alternate supply arrangements of all important establishments (ex. important building, 
hospitals or any other essential services). 

S. no Name of 
establishment 

Details of main source of 
supply 

Details of Alternate power 
supply 

    
 

SLDC informed that BYPL and TPDDL have submitted the data. OCC requested other 
discoms to submit the data to SLDC at the earliest. 

(Action by Discoms) 

3.3 Correction in Nomenclature of 33/66kV feeders from 220kV DTL Sub Stations. 

The matter was deliberated in the previous OCC meeting that request for any change in the 
nomenclature of DISCOMs 66 kV/33 kV/11 kV O/G feeders have to submitted by the 
concerned DISCOM in the office of GM(Planning)DTL, Jhandewalan in the desired format 
with all necessary supporting documents as agreed in the 3rd steering committee meeting 
(2018-19) held in the office of GM(Planning), DTL, Jhandewalan on dt. 06.12.2018.  
The updation in nomenclature will be communicated to the concerned DISCOM by 
GM(Planning) office. 

OCC advised all DISCOMS to provide the necessary documents to Planning at the 
earliest and confirm the status. 
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(Action by Discoms) 

3.4 Implementation of Automatic Demand Management schemes by DISCOMs 

Refer S.No. 2.2 of 20th GCC MoM wherein NDMC had informed that their  software for 
ADMS has been upgraded and under testing and work is linked with the IPDS project, for 
which efforts shall be made to complete at the earliest.  

The matter was deliberated and as informed in the previous OCC meeting, NDMC 
reconfirmed that the work is expected to be completed by Sep-19. 

 (Action by NDMC) 

3.5 Survival of Local Island at GTPS/Pragati. 
During 20th GCC meeting as per MoM at S.No. 2.4 (9.12) following was discussed.  

BYPL representative raised the issue of survival and subsequent synchronizing of local 
islanding at GT/ Pragati.  

GCC advised DTL to carry out a joint visit with Discoms and IPGCL/ PPCL to analyse the 
requirements for sustaining local island at GT station. 

The matter was deliberated in the previous OCC meeting and a committee comprising of 
following members was constituted for carrying out the above desired work at Pragati:- 

(i)Sh. Satyendra Prakash, AGM(Elect./C&I), PPS-I, PPCL 
(ii)Sh. Hitesh Kumar, DGM(OS), DTL 

(iii)Sh. B.L. Gujar, DGM(Prot.), DTL  
(iv)Sh. Deepak Kumar, AM(T)-Pragati, DTL 

The issue was discussed in the Grid Co-ordination committee meeting held in April-2019 
wherein it was decided that modalities will be finalized between PPCL and DTL immediately 
to survive the local island in case of its formation. 

Accordingly, OCC advised to do the needful at the earliest.  

(Action by committee members) 
3.6 Data of loadings in the Nangloi/Mangolpuri area 

The T-off portion of 66kV Mundka-Mangolpuri ckt is under outage since a long period.  
This circuit if revived can be of great help to relief the overloaded Najafgarh station of 
DTL by providing feed to Nangloi grid of BRPL.  This issue has been regularly raised 
with both BRPL and TPDDL officials.  In this regard data related to loading condition of 
nearby circuits was requested by SLDC from both BRPL and TPDDL.  
During the previous OCC meeting, It was agreed that BRPL will take total 30 MW load 
from either Mundka to Nangloi T-Off or from TPDDL. BRPL needs to ensure that there 
is no tripping of Mundka to Nangloi T-Off Ckt. due to overloading and they must restrict 
their load to 30 MW. 
It was further informed by BRPL that the work order for restoration of 66 kV Mundka-
Nangloi ckt. has been awarded and it will take approx. 8 months for revamping. 
BRPL requested that the old arrangement be restored after restoration of the above circuit, 
as there was no considerable benefit. The T-Off portion be removed. OCC agreed for the 
same. 

 (Action by BRPL and TPDDL) 
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4. Long/Recent Outage/Breakdown of Elements in Delhi power system.  

Members updatedthe latest status of following Long/Recent Outage/Breakdowns of elements 
in Delhi Power system as under: 

S.N Element’s Name 
Discom/ 

DTL 
Date and 
Time of 
outage 

Latest Status of outage  

1.  33kV BAY -3 (IP – KILOKARI) DTL 15.04.2019 

CABLE UNDER THE RAILWAY TRACK WAS 
FAULTY SINCE 22.02.2011. AFTER LONG 
PERSUASION WITH THE RAILWAYS THE 
PERMISSION FOR RECTIFICATION GOT 
ARRANGED FROM RAILWAYS. BUT DUE 
TO BREAKER PROBLEM AT IP SINCE 
15.04.2019 THE CABLE COULDN’T BE 
ENERGIZED. HOWEVER, THE SAME GOT 
RECTIFIED AND THE CABLE GOT 
ENERGIZED ON 01.05.2019 AT 19:50 HRS. 

2.  33kV ALAKHNANDA - OKHLA 
CKT.-I 

BRPL 

19.04.2018 

CKT. BREAKER PROBLEM IN 
GIS(BHEL) AT ALAKNANDA. SINCE 
BHEL COULD NOT RECTIFY THE 
FAULT, THE NEW PANEL IS BEING 
INSTALLED AND IS EXPECTED BY 
15.05.2019. 

3.  33kV BUS COUPLER AT 
TUGLAKABAD 

BRPL 05.12.2018 'R' PH. CLAMP BLAST.  
EXPECTED BY 10.05.2019. 

4.  33kV BUS COUPLER AT SARAI 
JULIENA BRPL 02.01.2019 LIMB BLAST (BREAKER FAULTY) 

EXPECTED BY 10.05.2019. 

5.  66kV MUNDKA - NANGLOI 
CKT BRPL 03.02.2019 

'Y' PH. CABLE FAULTY. 
EXPECTED BY DEC-2019 AND ENTIRE 
CABLE IS TO BE REVAMPED BY CROSS 
BONDING. 

6.  66kV PASCHIM VIHAR - GGSH 
CKT.-I BRPL 16.04.2019 UNDER BREAK DOWN. 

ENERGIZED ON 24.04.2019. 

7.  66kV PASCHIM VIHAR - GGSH 
CKT.-II BRPL 16.04.2019 UNDER BREAK DOWN. 

ENERGIZED ON 24.04.2019. 

8.  220kV PPK -II - G-5 MATIALA 
CKT.-II BRPL 21.04.2019 'R' PH. CABLE FAULTY. EXPECTED IN 

1st WEEK OF MAY 2019. 

9.  11kV I/C-II AT A-4 PASCHIM 
VIHAR BRPL 21.04.2019 UNDER BREAK DOWN. ENERGIZED. 

10.  66kV GAZIPUR - PATPARGANJ 
INDL. AREA CKT-I BYPL 20.04.2019 'B'PH. CABLE FAULTY. 

ENERGIZED ON 23.04.2019. 

11.  66kV PATPARGANJ INDL. 
AREA - VIVEK VIHAR CKT. BYPL 20.04.2019 'Y'PH. CABLE FAULTY. 

ENERGIZED ON 24.04.2019. 

12.  66kV ROHINI-28 - ROHINI -6 
CKT.-II 

TPDDL 03.12.2018 CABLE FAULTY. 
ENERGIZED ON 24.04.2019. 

13.  33kV TRAUMA CENTRE - 
AIIMS CKT.-I 

NDMC 11.04.2019 Ý'& 'B'PH. CABLE FAULTY 
EXPECTED BY 27.04.2019. 

14.  33kV NARAINA - 33kV 
SHEKHAVATI CKT.-I MES 17.04.2019 TRIPPED ON E/F 

15.  220/66kV 160MVA PR.TR.-III AT 
220kV VASANT KUNJ DTL 26.04.2018 

TRANSFORMER BURNT DUE TO FIRE. 
TO BE REPLACED. EXPECTED BY 
JULY-2019. 
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16.  33kV BUS COUPLER AT 
KASHMERE GATE DTL  TRIPPING COIL PROBLEM.  

17.  220/33kV 100MVA PR. TR.-I AT 
220kV RPH STN. DTL 03.09.2018 

TRIPPED ON BUCHOLZ AND 
DIFFERENTIAL RELAY. PR. TR FAILED. 
TRANSFORMER TO BE REPLACED BY 
JUNE-2019 END. 

18.  220/66kV 100MVA PR. TR.-I AT 
220kV OKHLA STN. DTL 27.09.2018 

'Y' PH. WINDING DAMAGED. PR. TR 
FAILED. TRANSFORMER TO BE 
REPLACED WITH 160MVA TRF. 
ORDERED TO BHEL. EXPECTED BY 1st 
WEEK OF July-2019. 

19.  PATPARGANJ - 220/33kV 
100MVA PR.TR.-I DTL 10.01.2019 TR. DAMAGED.  TO BE REPLACED BY 

JULY-2019 END. 

20.  220/33kV 100MVA TR.-II AT 
RPH STN.  & RPH-IP CKT.-II DTL 21.02.2019 

DISMANTLING OF TR. IS IN PROGRESS 
AND BEING REPLACED WITH TR.-II AT 
GAZIPUR. ENERGIZED ON 02.05.2019. 

21.  GAZIPUR:- 220/66/33kV 
100MVA PR.TR.-II DTL 22.03.2019 

TRANSFORMER DISMANTLED AND 
SHIFTED TO RPH FOR TR.-II. NEW 
TRANSFORMER WOULD BE 
INSTALLED BEFORE SUMMER 2020. 

22.  220kV MEHRAULI - 220kV BUS 
COUPLER DTL 18.04.2019 PROBLEM IN CKT. BREAKER WIRING. 

CHARGED ON 22.04.2019. 

23.  220kV BTPS - OKHLA CKT.-I AT 
OKHLA END DTL 20.04.2019 

CT BLAST & 'B' PH. JUMPER OF CT 
SNAPPED OF BTPS CKT.-I AT OKHLA 
END. ENERGIZED ON 22.04.2019. 

24.  VASANT KUNJ-20MVA PR.TR.-I DTL 03.04.2019 SHUT DOWN FOR OVERHAULING OF 
PR.TR. ENERGIZED ON 28.04.2019. 

25.  SHALIMARBAGH : 100MVA 
PR.TR.-III DTL 09.04.2019 

SHUT DOWN FOR SHIFTING OF TR. TO 
SPARE BAY (BAY-9) FOR 
TEMPORARILY CHARGING ON 33KV 
SIDE. ENERGIZED ON 30.04.2019. 

26.  220kV MEHRAULI - DIAL CKT.-
I DTL 22.04.2019 

SHUT DOWN FOR HTLS 
RECONDUCTORING WORK. 
ENERGIZED ON 23.04.2019. 

27.  220KV BTPS - NOIDA - 
GAZIPUR CKT. UPPTCL 22.04.2019 

SHUT DOWN AVAILED BY UPPCL FOR 
10 DAYS FOR LILO WORK AT NOIDA 
SEC-20. EXPECTED BY MAY-2019. 
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Additional Agenda for OCC meeting 
 

1. BRPL Agenda 
 
1.1 There is need for installation of AMR at DTL ABT meters installed at inter-exchange 

points to facilitate on-line data availability which shall be useful for Availability of real-
time actual power demand which helps in  

 better scheduling 
 Slot wise Energy Accounting 
 Ensuring proper meter health 
 Reactive power drawl information 
 Least energy and demand assessment 

Above point was deliberated during 18th meeting of the Grid Coordination 
Committee (GCC) held on 22.09.2017 and circulated in Minutes of Meeting vide No. 
F./DTL/207/17-18/DGM(SO)/204 dated 02.01.2018at Page No. 74 (part vii). DTL 
metering deptt. informed that BOQ for implementation of AMR has been prepared and 
budgetary offer has been asked from different agencies for preparation of estimate.  

      Progress on this account may be updated by respective stakeholder. 
 
The metering deptt. of DTL informed that in the present metering system no such 
provision for real time transfer of data is available. If the same is required, the entire 
metering system is required to be changed which would entail financial implication. 
Further in SAMAST the five-minute energy accounting is envisaged for which PGCIL 
is implementing as a pilot project. Based on the experience the other metering systems 
would also be changed with the regulatory approval for interstate energy accounting. 
As such the change of existing metering with the real time facility would not be 
practical. Further CEA has also proposed the amendment in Meter regulations which is 
also not having the stipulation of real-time transfer of energy data. NRLDC is also not 
able to provide/monitor energy meter data on real time basis. 
 
As far as sign change of over-drawl and penalty thereof is being changed in the DSM 5th 
regulation amendment by CERC, BRPL may approach the CERC to address the 
grievances in respect of penalty for sustained over-drawl/under-drawl. It was also 
brought out that as per DTL analysis, the difference of ABT meter with SCADA is only 
0.6% w.r.t. interstate energy accounting. BRPL was advised to take up with DTL 
metering deptt./SCADA to check the energy meter where mass variation is observed in 
the SCADA system so that necessary correction can be incorporated. 
 
1.2 BRPL is facing following issues, which needs to be addressed. 
 

1. Whenever any 66 kV and 33 kV outgoing feeders trip from DTL grids on SPS, then 
feeders should be energized without any breakdown clearance. In few occasions 
feeder tripped and SLDC insisted to send breakdown team to attend the feeder. 

OCC advised that clearances may not be insisted for the feeders tripped on SPS 
and the same should be energized as soon as the system is normalized. 

(Action by SLDC) 

2. BRPL control room is not receiving complete information whether feeder tripped on 
SPS or any fault in real time. 

OCC advised that SLDC should inform the respective discoms about the reason 
for tripping upon receipt from grid. 
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(Action by SLDC) 

3. In recent days there were many tripping where feeders were tripped off without any 
indication of fault or only master or trip circuit supervision relay operated.             

Upon checking the feeder by breakdown team, there was no fault and results were 
good.  We need complete analysis and DR report on these particular cases to be 
provided as when BRPL protection team ask for. 

OCC advised that such trippings be discussed in Protection sub committee 
meeting. 

4. There were cases also like feeder tripped but no intimation or delayed intimation to 
BRPL control room. BRPL control room also remain unaware due to no supply 
disturbance as feeder were in parallel condition. 

OCC advised that SLDC should inform the respective discoms immediately after 
receiving the tripping and relay indications from the grid. 

(Action by SLDC) 

5. DR reports are not receiving timely in spite of repeated requests by BRPL protection 
team. This will helpful in control unwanted tripping and necessary adjustment at our 
end. 
OCC advised that such issues be discussed in Protection sub-committee meeting. 
 

6. DTL requested to share complete information on real time in case of any outages. 

OCC advised that any outage affecting Discom supply be immediately informed 
to the respective discoms by SLDC. 

(Action by SLDC) 

2.SLDC Agenda 

Feeders for physical opening during bad weather conditions:  
NRPC has desired the above data considering that manual opening of feeders shall be 
restricted to only those having threat to life or materials. Thus, it is important to classify 
feeders in two lists: 
• One which do not require manual opening (in view of safety requirements)  
• Other with safety concern DISCOMs, to share as early as possible. 
OCC advised all discoms to submit the data as desired to SLDC. 

(Action by Discoms) 

3.BYPL Agenda 
 

It is expected that Delhi’s peak demand may go upto 7300-7500 MW during coming summer, 
wherein BYPL’s peak demand is expected in the range of 1600-1650 MW. To meet the 
summer demand with required redundancy in system, it is required to have all the 
transformers and equipments in working and functional condition.  

1. Both100 MVA 220/33 KV Transformers are faulty at 220 KV RPH since 03.09.2018 
and 21.02.2019 respectively. The total peak load expected at RPH this summer is 
around 120-125 MW. Therefore, it will be very difficult to manage the load in 
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important and VIP areas catered by this station. We request for an early replacement 
of this faulty transformer to have required redundancy in the system to cater the load 
of central Delhi area.  

DTL informed that commissioning work of one no. 100 MVA Tr. at RPH is in 
final stage and the same will be energized in 1st week of May, 2019. The other 
Trf. is expected by the end of June-2019. 

2. Similarly, one 100 MVA Transformer is also faulty at Patparganj Station since 
10.01.2019. We request for replacement of this transformer too to have stable supply 
during coming summer in parts of south-east Delhi.  

It was informed that DTL has planned to replace the Trf. with the recently 
ordered Trf. and is expected by July-2019 end. The existing damaged Trf. will be 
used as Hot-reserve after its repair. 

3. Power transformers at 220 KV Park Street station are also over-loaded during peak 
summer. It is requested to arrange to shift some of the load of other Discoms from this 
station to avoid overloading and thereby any possible load shedding in central parts of 
Delhi. 
OCC advised that NDMC to shift/reduce load on 33 kV Hanuman Road, 33 kV 
Baird Road and 33 kV Nirman Bhawan at Park street substation to avoid the 
overloading of transformers at Park street. 

 
********* 

 

 

 
 


